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Exhibit A

The following units had no off-line outages for the month of May 2013:

• Robinson Unit 2

• Roxboro Unit4

• Richmond CC 5 (Units 9, 10, ST5)

• Richmond Unit 8 (part of CC 4 power block)

• Richmond Unit ST4 (part of CC4 power block)

• Lee CC 1 (Units 1A, 1B, 1C, and 1ST)

May 2013



ExhibitA

Brunswick Unit 1

May 2013

Full Planned Outage

A) Duration: The unit was taken out of service at 3:32 on May 18, and was returned to

service at 16:53 on May 29, a duration of 277 hours and 21 minutes.

B) Cause: Reactor Recirculation Pump Seal

C) Explanation: The unit was removed from service for a maintenance outage to

replace a reactor recirculation pump seal.

D) Corrective Action: Maintenance activities to repair the reactor recirculation pump

seal were completed, and the unit was returned to service.



Exi'dl_tA

May2013

BrunswickUnit 2

B)

Full Planned Outage

Duration: The unit was taken out of service at 20:55 on March 2, and was returned

to service at 1:47 on May 9, a duration of 1,611 hours and 52 minutes. The unit was

off-line for 193 hours and 47 minutes for the month of May.

B) .Cause: Scheduled Refueling Outage

C) Explanation: The unit was taken out of service for a scheduled refueling outage in

March, and planned outage activities continued into May. In addition to refueling,

required maintenance and inspections were carried out during this outage.

D) Corrective Action: Planned outage activities, including refueling, inspections, and

maintenance, were completed and the unit was returned to service.



Exhibit A

May 2013

Harris Unit 1

Full Forced Outage

A) Duration: The unit was taken out of service at 23:38 on May 15, and was out of

service for the remainder of the month. The unit was off-line for 384 hours and 22

minutes for the month of May.

B) Cause: Reactor Vessel Closure Head Nozzle Penetration

c) Explanation: On May 15, 2013, the unit commenced a Technical Specification

required shutdown to Mode 6 to repair a flaw in Reactor Vessel Closure Head (RVCH)

Penetration Nozzle 49. The previously unidentified RVCH Penetration Nozzle 49 flaw

was discovered during an independent third party review of Refueling Outage 17

Ultrasonic Test data in preparations for Refueling Outage 18.

D) Corrective Action: Following the shutdown to Mode 6, the RVCH was removed and

Penetration Nozzle 49 was inspected, confirming the flaw location and size. An Inner

Diameter Temper Bead weld repair was performed with assistance from AREVA.

Following repair, additional ultrasonic and penetrant testing was performed to

confirm the flaw was no longer present. Upon completion of repairs, the unit was
returned to service.



ExhibitA

May 2013

Mayo Unit I

Full Planned Outage

B) Duration: The unit was taken out of service at 0:00 on March 16, and was returned

to service at 19:52 on May 15, a duration of 1,459 hours and 52 minutes. The unit

was off-line for 355 hours and 52 minutes for the month of May.

B) Cause: Major Planned Outage

C) Explanation: The unit was taken out of service for a major planned outage in March,

and outage activities continued into the month of May. Planned outage activities

included replacement of air heater baskets, burner replacement, electrostatic

precipitator maintenance, and installation of a new bottom ash system. Boiler and

other equipment inspections and maintenance were also conducted during the

outage.

D) Corrective Action: Planned outage activities, including maintenance and inspections,

were completed and the unit was returned to service.



ExhibitA

Roxboro Unit 2

May 20i3

Full Planned Outage

A) Duration: The unit was taken out of service at 0:00 on May 11, and was returned to

service at 0:00 on May 23, a duration of 288 hours.

B) Cause: Boiler Inspection

C) Explanation: The unit was taken out of service for a planned boiler inspection.

D) Corrective Action: Planned outage activities, including boiler inspection, periodic,

preventative, and corrective maintenance were completed, and the unit was placed

in reserve shutdown status due to low demand.

A)

B)

C)

D)

Full Forced Outage

Duration: The unit was taken out of service at 8:21 on May 27, and was returned to

service at 11:34 on May 27, a duration of 3 hours and 13 minutes.

Cause: Generator Lockout

Explanation: After completion of the planned boiler inspection, the unit was placed

in reserve shutdown status due to low demand. As system demand increased, the

unit was placed in start-up mode. During start-up activities, the unit was forced

offline due to a generator lockout. Further investigation revealed that the cause of

lockout event was related to a generator field breaker issue.

Corrective Action: Adjustments were required in the generator to allow the unit to

return to full power. The adjustments were made in a timely manner, and the unit

was returned to service.



Exhibit A

Roxboro Unit 3

May 2013

Full Forced Outage

B) Duration: The unit was taken out of service at 13:17 on May 1, and was returned to

service at 2:06 on May 2, a duration of 12 hours and 49 minutes.

B) Cause: Generator Stator Cooling Water Issue

C) Explanation: The unit was returned to service on April 30 upon completion of the

planned outage. A few hours after returning to service, the unit's generator stator

cooling water was observed to have high conductivity. After further inspection and

investigation, it was determined that a reversed valve on the stator cooling water

skid was the likely cause of the issue.

D) Corrective Action: Corrective maintenance activities were completed to address the

generator stator cooling water issue, and the unit was returned to service.



ExI'MI_tA

Richmond County Unit 7

A)

May 2013

Full Forced Outage

Duration: The unit was taken out of service at 17:05 on May 30, and was returned

to service at 23:27 on May 30, a duration of 6 hours and 22 minutes.

B) Cause: 480 V Power Supply Main Breaker Trip

C) Explanation: The unit was forced offline due to gas heater level switches indicating

high liquid levels within the heater. Unit 7 was unblended from the steam turbine

and put into a safe condition. Unit 8 continued to operate and provide steam for the

steam turbine. Upon further investigation, it was found that the 480 V power supply

main breaker tripped.

D) Corrective Action: Corrective maintenance activities were conducted to restore the

breaker to operable condition. The unit was returned to service upon completion of

maintenance activities.



ExtrA

Duke Energy Progress
Run Date 6/26/2013

BASE LOAD POWER PLANT PERFORMANCE REPORT
Brunswick 1 **

Page 1

Month of May 2013 Twelve Month Summary

MDC 938 MW 938 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 429,975 MWH 7,708,770 MVVH

Capacity Factor 61.61% 93.82 %

Equivalent Availability 60.61% 91.77 %

Output Factor 98.23 % 101.02 %

Heat Rate 10,506 BTUIKWH 10,336 BTUlKWH

MWH % of Possible MWH % of Possible

260,154 37.28 303,396 3.66 3

14,764 2.12 73,215 0.88 4

0 0.00 282,698 3.41 5

0 0.00 35,901 0,43 6

0 0.00 0 0.00 7

697,872 8,297,910 8

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MVVH

See
Notes*

* See 'Notes for Nudear Units' filed with the Januaw 2013 report.
** Gross of Power Agency



DukeEnergyProgress
RunDate 612612013

BASELOADPOWER PLANT PERFORMANCE REPORT
Brunswick 2 **

ExhibitA

Page 2

Month of May 2013 Twelve Month Summary
.........................

MDC 932 MW 932 MW

Penod Hours 744 HOURS 8,760 HOURS

Net Generation 440,857 MWH 6,323,864 MWH

Capacity Factor 63.58 % 7746 %

Equivalent Availability 63.61% 7765 %

Output Factor 85.97 % 95.99 %

Heat Rate 11,016 BTUIKWH 10,738 BTU/KWH

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

MWH % of Possible MWH % of Possible

180,606 26.05 1,502,260 18.30

71,705 10.34 168,300 2.05

0 0.00 75,652 0.92

240 0.03 139,584 1.70

0 0.00 0 0.00

693,408 8,210,310

See
Notes*

3

4

5

6

7

8

* See 'Notes for Nuclear Units' filed with the January 2013 report
** Gross of Power Agency



DukeEnergyProgress
RunDate 612612013

BASELOAD POWER PLANT PERFORMANCE REPORT
Harris 1 **

Exl_l_ A

Page 3

Month of May 2013 Twelve Month Summary
......................................................

MDC 928 MW 912 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 324,651 MWH 7,708,572 MWH

Capacity Factor 4702 % 96.53 %

Equivalent Availability 47.24 % 9271%

Output Factor 97.28 % 103.34 %

Heat Rate 10.526 BTUIKWH 10,555 BTU/KVVH

MWH % of Possible

Full Scheduled 0 0.00 168,990

Partial Scheduled 6,084 088 35,064

Full Forced 356,692 51.66 356,692

Partial Forced 3,004 044 26,845

Economic Dispatch 0 0 00 0

Possible MWH 690,432 8,065,040

MWH % of Possible

2.10

0.43

4.42

0.33

0.00

See
Notes*

* See 'Notes for Nuclear Units' filed with the January 2013 report

** Gross of Power Agency
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DukeEnergyProgress
RunDate 612612013

BASELOADPOWERPLANTPERFORMANCEREPORT
Robinson2

Page4

MonthofMay2013 TwelveMonthSummary
............................

MDC 741 MW 731 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 577,147 MWH 6,725,746 MWH

Capacity Factor 104.69 % 105.03 %

Equivalent Availability 100.00 % 98.97 %

Output Factor 104,69 % 105.03 %

Heat Rate 10.277 BTU/KWH 10.283 BTU/KWH

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

MWH % of Possible MWH % of Possible

0 000 0 0.00 3

0 0.00 66,328 1.02 4

0 0.00 0 0.00 5

0 0.00 0 0.00 6

0 0,00 0 0.00 7

551,304 6,478.750 8

See
Notes*

* See 'Notes for Nuclear Units' filed wzth the January 2013 report



ExhtbltA

DukeEnergyProgress
RunDate 612612013

BASELOADPOWERPLANTPERFORMANCEREPORT
Mayo1**

Page5

MonthofMay2013 TwelveMonthSummary
........................

MDC 727 MW 735 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 142,131 MWH 3,091,441 MWH

Capacity Factor 26.28 % 48.00 %

Equivalent Availability *** 49.74 % 78.74 %

Output Factor 50.37 % 63.26 %

Heat Rate 13,384 BTUIKWH 11,665 BTU/KWH

MWH % of Possible MVVH % of Possible

Full Scheduled 258,715 4783 1,172,557 18.20

Partial S ched uled 13,122 2 43 88,712 1.38

Full Forced 0 0.00 30,866 0.48

Partial Forced 0 000 84,716 1.32

Economic Dispatch 126,919 23.47 1,969,021 30.57

Possible MWH 540,888 6,441,520

See
Notes*

3

4

5

6

7

8

* See 'Notes for Fossil and Combined Cyde Units' filed with the January 2013 report

** Gross of Power Agency



DukeEnergyProgress
RunDate 6/26/2013

BASELOAD POWER PLANT PERFORMANCE REPORT
Roxboro 2

ExhibitA

Page 6

Month of May 2013 Twelve Month Summary

MDC 659 MW 662 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 72,805 MWH 3,780,655 MWH

Capacity Factor 14.85 % 65.19 %

Equivalent Availabillty 60.70 % 92.29 %

Output Factor 6060 % 73.50 %

Heat Rate 11,475 BTUIKWH 10,246 BTUIKWH

MWH % of Possible MWH % of Possible

Full Scheduled 191,319 39.02 371,997 6.41

Partial Scheduled 0 0.00 4,126 0.07

Full Forced 439 0.09 66,061 1.14

Partial Forced 917 0.19 4,035 0.07

Economic Dispatch 224,816 45.85 1,572,274 27.11

Possible MWH 490,296 5,799,120

See
No_s*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.
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DukeEnergyProgress
RunDate 612612013

BASELOADPOWERPLANTPERFORMANCEREPORT
Roxboro3

Page7

MonthofMay2013 TwelveMonthSummary

MDC 696MW 700MW

PeriodHours 744HOURS 8,760HOURS

NetGeneration 249,829MWH 2,620,671MWH

CapacityFactor 48.25% 42.77%

EquivalentAvailability 97.30% 82.71%

OutputFactor 56.33% 60.27%

HeatRate 11,479BTUIKWH 11,113BTU/KWH

MWH %ofPossible MWH %ofPossible

FullScheduled 0 0.00 925,324 15.10

Partial Scheduled 0 0.O0 3,994 0.07

Full Forced 8,920 1.72 99,137 1.62

Partial Forced 5,072 0.98 38,248 0.62

Economic Dispatch 254,003 49.05 2,431,557 39.68

Possible MWH 517,824 6,127,620

See
Notes*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.



DukeEnergyProgress
RunDate 6/26/2013

BASELOADPOWERPLANTPERFORMANCEREPORT
Roxboro4"*

ExhibitA

Page 8

Month of May 2013 Twelve Month Summary

MDC 698 MW 706 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 341,719 MWH 3,606,174 MWH

Capadty Factor 65.80 % 58.35 %

Equivalent Availability 96.80 % 88.63 %

Output Factor 65.80 % 69.67 %

Heat Rate 11,017 BTUIKWH 10,453 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 000 71,100 1 15

Partial Scheduled 0 0 00 47,244 0.76

Full Forced 0 000 326,207 5.28

Partial Forced 16,638 3.20 262,832 4.25

E conomic Dispatch 160,955 30 99 1,867,067 30.21

Possible MWH 519,312 6,180,910

See
Notes*

* See 'Notes for Fossil and Combined Cyde Units' filed with the January 2013 report

** Gross of Power Agency
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DukeEnergyProgress
RunDate 6/26/2013

BASELOAD POWER PLANT PERFORMANCE REPORT

Lee Energy Complex 1A

Page 9

Month of May 2013 Twelve Month Summary

MDC 181 MW 215 MW

Penod Hours 744 HOURS 3,623 HOURS

Net Generation 110,411 MWH 539,379 MWH

Capacity Factor 81.99 % 69.45 %

EquivalentAvailabildy 100.00 % 8650 %

Output Factor 86.61% 82.74 %

Heat Rate 10,298 BTU/KWH 9,657 BTU/KWH

MVVH % of Possible MWH % of Possible

Full Scheduled 0 0.00 106,174 13.66

Partial Scheduled 0 0 00 0 0.00

Full Forced 0 0.00 2,910 0 37

Partial Forced 0 0.00 0 000

Economic Dispatch 24,253 1801 128,218 16.49

Possible MWH 134,664 777,496

See
Notes*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report



DukeEnergyProgress
RunDate 6126/2013

BASELOAD POWER PLANT PERFORMANCE REPORT

Lee Energy Complex 1B

ExhibitA

Page 10

Month of May 2013 Twelve Month Summary

MDC 181 MW 215 MW

Period Hours 744 HOURS 3,623 HOURS

Net Generation 120,724 MWH 516,577 MWH

Capacity Factor 89.65 % 66.51%

Equivalent Availability 100.00 % 80.48 %

Output Factor 89.65 % 83.46 %

Heat Rate 10,285 BTU/KWH 9,793 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 O00 157,341 20.24 3

Partial Scheduled 0 0.00 0 000 4

Full Forced 0 0.00 409 005 5

Partial Forced 0 0.00 0 0.00 6

Economic Dispatch 13,940 10.35 102,354 13.16 7

Possible MWH 134,664 777,496 8

See
Notes*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.
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DukeEnergyProgress
RunDate 6/26/2013

BASELOADPOWERPLANTPERFORMANCEREPORT
LeeEnergyComplex1C

Page11

MonthofMay2013 TwelveMonthSummary

MDC 181MW 215MW

PeriodHours 744HOURS 3,623HOURS

NetGeneration 122,709MWH 546,656MWH

CapacityFactor 9112% 70.38%

EquivalentAvailability 100.00% 85.75%

Output Factor 91.12 % 84.16 %

Heat Rate 10,180 BTUlKWH 9,658 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 O00 110,470 14.21 3

Partial Scheduled 0 0.00 0 0.00 4

Full Forced 0 0.00 2,342 0.30 5

Partial Forced 0 000 2,331 0 30 6

Economic Dispatch 11,955 8.88 114,882 14.78 7

Possible MWH 134,664 777,496 8

See
Notes*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.
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Duke Energy Progress
Run Date 6/26/2013

BASE LOAD POWER PLANT PERFORMANCE REPORT

Lee Energy Complex ST1
Page 12

Month of May 2013 Twelve Month Summary
.................................................

MDC 377 MW 379 MW

Period Hours 744 HOURS 3,623 HOURS

Net Generation 221,831 MWH 962,845 MWH

Capacity Factor 79 09 % 7005 %

Equivalent Availability 9925 % 82.58 %

Output Factor 79.09 % 83.01%

Heat Rate 2,214 BTUIKWH 2,751 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 0.00 214,624 15.61

Partial Scheduled 2 °095 0.75 10,641 0.77

Full Forced 0 0.00 0 000

Partial Forced 0 0.00 14,588 1 06

Economic Dispatch 56,562 20.17 171,810 12.50

Possible MWH 280,488 1,374,566

See
Notes*

3

4

5

6

7

8

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.
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DukeEnergyProgress
RunDate 612612013

BASELOADPOWERPLANTPERFORMANCEREPORT
RichmondCounty7

Page13

MonthofMay2013 TwelveMonthSummary

MDC 156MW 170MW

PeriodHours 744HOURS 8,760HOURS

NetGeneration 113,481MWH 959,339MWH

CapacityFactor 97.77% 64.45%

EquivalentAvailability 99.15% 73.94%

OutputFactor 100.29% 91.35%

HeatRate 10,776BTU/KWH 11,075BTUIKWH

MWH %ofPossible MWH %ofPossible

FullScheduled 0 0.00 389,507 26.16

PartialScheduled 0 0.00 0 000

FullForced 993 0.86 4,468 030

PartialForced 0 0.00 0 0.00

EconomicDispatch 1,590 1.37 135,113 9.07

PossibleMWH 116,064 1,489,200

See
Notes*

* See'NotesforFossilandCombinedCycleUnits'filedwiththe January 2013 report



Exl'_l_t A

Duke Energy Progress
Run Date 6/26/2013

BASE LOAD POWER PLANT PERFORMANCE REPORT

Richmond County 8

Page 14

Month of May 2013 Twelve Month Summary
............................

MDC 156 MW 170 MW

Penod Hours 744 HOURS 8,760 HOURS

Net Generation 116,733 MWH 979,984 MWH

CapadtyFactor 100.58 % 65.84 %

EqulvalentAvailability 100.00 % 76.43 %

Output Factor 100.58 % 90.68 %

Heat Rate 10,694 BTUIKWH 11,053 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 0.00 367,341 24.67 3

Partial Scheduled 0 000 0 0.00 4

Full Forced 0 0 00 2,891 0.19 5

Partial Forced 0 0.00 0 0.00 6

Economic Dispatch 0 000 138,880 9.33 7

Possible MWH 116,064 1,489,200 8

See
Notes*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.



DukeEnergyProgress
RunDate 612612013

BASELOAD POWER PLANT PERFORMANCE REPORT

Richmond County ST4

ExhibitA

Page 15

Month of May 2013 Twelve Month Summary
................................................

MDC 176 MW 177 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 126,057 MWH 1,064,505 MWH

Capacity Factor 96.27 % 68.69 %

Equivalent Availability 100.00 % 80.82 %

Oulpul Factor 96.27 % 85.96 %

Heat Rate 0 BTUIKWH 0 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 0 00 284,927 18.38

Partial Scheduled 0 0.00 0 0.00

Full Forced 0 0.00 4,020 0 26

Partial Forced 0 O00 0 0.00

Economic Dispatch 4,887 3.73 196,354 12.66

Possible MWH 130,944 1,550,520

S_
No_s*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report
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DukeEnergyProgress
RunDate 6/26/2013

BASELOADPOWERPLANTPERFORMANCEREPORT
RichmondCounty9

Page16

MonthofMay2013 TwelveMonthSummary
....................................................

MDC 182 MW 204 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 122,881 MWH 1,380,108 MWH

Capacity Factor 90.75 % 7718 %

Equivalent Availability 100 00 % 91.67 %

Output Factor 9510 % 8861%

Heat Rate 11,433 BTU/KWH 11,617 BTU/KWH

MVVH % of Possible MWH % of Possible

Full Scheduled 0 0.00 131,863 7 37

Partial Scheduled 0 0.00 0 0 00

Full Forced 0 0.0O 23,979 1 34

Partial Forced 0 0.00 0 0.00

Economic Dispatch 12,527 9.25 252,112 14 10

Possible MVVH 135,408 1,788,500

See

Notes*

3

4

5

6

7

8

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report
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DukeEnergyProgress
RunDate 6/26/2013

BASELOADPOWERPLANTPERFORMANCEREPORT
RichmondCounty10

Page17

MonthofMay2013
...........................

MDC 182 MW

Period Hours 744 HOURS

Net Generation 129,790 MWH

Capacity Factor 95.85 %

Equivalent Availability 100 00 %

Output Factor 95.85 %

Heat Rate 11,206 BTUlKWH

MWH % of Possible
_N

Full Scheduled 0 0.00

Partial Scheduled 0 000

Full Forced 0 0.00

Partial Forced 0 0.00

Economic Dispatch 5,618 4.15

Possible MWH 135,408

Twelve Month Summary

204 MW

8,760 HOURS

1,418,842 MWH

79.35 %

92.76 %

8857 %

11,398 BTU/KWH

MVVH % of Possible

133,943 7 49

0 0.00

1,573 0.09

0 O.OO

233,705 13.07

1,788,500

See
Notes*

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report.
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DukeEnergyProgress
RunDate 6/2612013

BASELOAD POWER PLANT PERFORMANCE REPORT

Richmond County ST5

Page 18

Month of May 2013 Twelve Month Summary
......................

.......................

MDC 250 MW 249 MW

Period Hours 744 HOURS 8,760 HOURS

Net Generation 155,912 MWH 1,842,176 MWH

Capacity Factor 83.82 % 84.39 %

Equivalent Availability 100.00 % 91.85 %

Output Factor 83.82 % 93.24 %

Heat Rate 0 BTUlKWH 0 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 0o00 165,513 7.58

Partial Scheduled 0 000 3,355 0.15

Full Forced 0 000 2,325 0.11

Partial Forced 0 0.00 4,584 0.21

Economic Dispatch 30,088 16.18 169,915 7.78

Possible MWH 186,000 2,182,700

See
Notes*

3

4

5

6

7

8

* See 'Notes for Fossil and Combined Cycle Units' filed with the January 2013 report
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Duke Energy Progress
Run Date 6/2612013

CAPACITY FACTOR REPORT Page 1

Current January 2012 -

Plant Unit MW Rating December 2012

AshevJlle 1 191 51.35
Ashe_lle 2 185 57.24

Cape Fear* 5 148 14.97

Cape Fear* 6 175 18.33
Lee* 1 80 13.26
Lee* 2 80 0.50
Lee* 3 252 33.86

Mayo 1 727 55.07
Robinson * 1 179 13.79
Roxboro 1 379 62.34
Roxboro 2 659 71.21
Roxboro 3 696 60.18

Roxboro 4 698 66,18
Su_on 1 97 18.42
Sutton 2 90 15.91
Sutton 3 366 28.69

Fossil System Total 5,002 49.98

January 2013-

May 2013 May 2013

000 33.20
4477 43.28

26.28 28.73

20.36 44.17
14.85 57.77
48.25 21.62

65.80 40.26
13.69 21.34
5.32 14.29

29.81 34.06

33.52 36. 37

Lee Energy Complex 1A 181 ** 81.99 69.45
Lee Energy Complex 1B 181 .t 89.65 66.51
Lee Energy Complex 1C 181 ** 91.12 70.38
Lee Energy Complex ST1 377 ** 79.09 70.05
Richmond County 7 156 62.59 97 77 80.69
Richmond County 8 156 60.08 100.58 83.14
Richmond County ST4 176 66.81 96 27 83.84
Richmond County 9 182 77.11 90.75 64.09

Richmond County 10 182 82.20 95.85 69.51
Richmond County ST5 250 89.56 83.82 98.84

Combined Cycle Total 2,022 74.67 89.11 72.01

Brunswick 1 938 76.65 61.61 93.80
Brunswick 2 932 97.57 63, 58 51.92

Harris 1 928 89.99 47 02 90.87
Robinson Nuclear 2 741 84.70 104.69 104.22

3,539 87.33Nuclear System Total

Total System 10,563 65.91

67 32 84.18

57.57 61.46

• The Cape Fear,Lee andRobinson1 unitswere retiredinSeptemberand
for historicalreference

•" Precommemialdataexcluded

October2012;however,the 2012 datais indudad



Amended SC Fuel Rule

Related to Nuclear Operations

There shall be a rebuttable presumption that an electrical utility made every reasonable effort to minimize

cost associated with the operation of its nuclear generation system if the utility achieved a net capacity

factor of > 92.5% during the 12-month period under review. For the test period March 1, 2013 through

May 31, 2013, actual period to date performance is summarized below:

Exl'ubotA

Page I of 2

Period to Date: March 1, 2013 to May 31, 201,3

Nuclear System Capacity Factor Calculation (Based on net generation)

A. Nuclear system actual generation for the SCPSCtest period

B. Total number of hours during SCPSCtest period

C. Nuclear system MDC during SCPSCtest period (see page 2)

D. Reasonable nuclear system reductions (see page 2)

E. SC Fuel Case nuclear system capacity factor: [ A / ((B x C) - D) ] * 100 =

NOTE:

If Line Item E • 92.5%, presumption of utility's minimum cost of operation.

If Line Item E < 92.5%, utility has burden of proof of reasonable operations.

A = 5,712,035 MWh

B = 2,207 hours

C = 3,539 MW

D = 2,267,112.04 MWh

103.0%
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ExhibitB

' ' DUKE ENI_RGY' P'ROGR'ESS

IL um iiiiii i u iiiii

NO. 2 OIL STOCK REPORT

END OF May 2013 ,,
i ii I I [

LOCATION
. . ,=....

Asheville

Bknvett

Brunswick

cape F_
Charlotte

Dadington

Greensboro

Hards

Lee

M.Xo.....
Morehead

North Auousta
Richmond

Robinson

Roxboro

SOL'ha

Spartanburg

Sutton

'Wayne County

Wealherspoon
TOTAL

Capaci_
Gallons

3,600,000

85o,ooo
,32o;2_ ,
50o,.o00
S._.;.000..
1,1,000,000
2.000.000

570.000

750.000

378,ooo
105.000

1.000,000

700.000

Boiler Light/Off

Projected Bum

Inventor]/ Next Month
Gallorm

3.179,519

586,069

7,6_ 11._oo
!..4...3.9,374 .

4,946,953

1.217.393

254,103

0

,287,424
0

0

fOstion_)

12,600,

76,700

IC at Full

Load

(gsls/hr)

28,000

8.160

8,036

e7.o_

15.200

1.724

3,ooo,o0o

9,000,000 6.917,939

150,000 ............. 82,121 ....... t0,300

3oe.914 ....!o0,;ooo
1,800,848

693.420 682.837

570,000 566,662 . 43,.300,

9,400.000 10,_1,047
765,000 ........872.,284.: _,2oo

33,49_,_.61 265,S0048.346,620

100,8.00
2.655

7,771

72,679
i

15.072

347,097



FUELWORX - FUELS MANAGEMENT SYSTEM

Duke Energy Progress

Contract Oil Receipts

For May 2013

Exhi_ B

PLANT VENDOR QUANTITY

Brunswick N/A 0.00

Cape Feet Eagle Transport Coq_ratJon 0.00

Cape Fear N/A (117.767.00)

Harris EagtaTmnspod Corporation 22.427.00

Lee N/A (9,142.20)

M_o Hil¢oTransport In¢ 212.763.00

Mayo WA 0.00

Morettead N/A 0.00

Rox_bmo Eagle TransportCorporation 0 00

Roxbom HilcoTransport Inc 143,9g4.00

R_ N/A 76.390.O0

Sutton AmetlKla Hess Coq_mllon 149,278.00

SuttonCC HlghtowerPetroleumCorp 651,069.00

Sutton CC PeL,okmm Traders 651,566.00

TOTAL COST

S46.32

$0.00

($382.967.06)

$74,953.88

($76,07391)

$808,074.74

S45.O2

($2,376.89)

$O,00

$465.939.17

$399,115.39

$457.741.34

I1,946,715.96

$1,943,076.02

UNIT COST

$0,00

$0.00

$0.00

$33,1

$0.00

$3,28

$0,00

$0.00

$000

$3.24

$5.29

$3.07

$2.99

$2.98

*NIA represents inventory transfem from storage facilltlas and/or invonmry adjusbnents.
"Roxboro 4 is not shown on this schedule as fhe amounts received am fransfers from

Roxbom 1.2.3 and not from a _lrd party.



Exhibit B

Duke Energy Progress
South Carolina Retail

Fuel Adjustment Expense

May 2013

Fossil Fuel

Nuclear

Coal Blending Savings

Coal Purchase Savings

Gas Savings

Purchased Power

Sub.Total

Less: Inter-Company Sales

Net Fuel Coat

Total System MWH 8ales

$.C. Retail MWH Sales

8.C. AIIor.atlon Factor of Total Fuel Costs

S.C. Share of Total Fuel Costs

Emission Allowances $ {Includes net proceeds) (Account 509)

Ammonle/Uras (Account S020001)

Limestone/Lime (Account 5020002)

Reagent Savings (Account S0200PS)

Sub-Total

Less: intmr-Company

Net Envimnmentel Cost

S.C. R_Jdl MWH Sales

Total System MWH Sales

S.C. Allocation Fmor of Total Environmental Costs

S.C. Shin of Total Environmental Costs

96,203,341.2S

10,982,Mn.87

(1,493,124.62l

(227,b'76.66)

(69,022.11)

27,eSS,O40.b'7

133,232,018.30

11,7eo,254.23

121,471,794.07

3,849,4228

462,740.6

0.1t76

14,20S,0¥9.46

se,233.3S

327,622A6

573,775.15

(s,74o.s_

953,890.39

73,424.47

880,465.92

462,740.6

3,g49_422.8

0.1t75

103,$42.79



Exl'_l_B

Duke Energy Progress

South Carolina Retail

Fossil Fuel Cost

May 2013

Steam Electric (Issued from Account t51)

Coal

#2 011

Natural Gas

Total 81ssm Electric

LC. Turbines (Issued from Account 151)

011

Natural Gas

Total I.C. Turbines

Tot_ Fossil Fuel (Issued from Account 151)

Less: Sales to Other Companies

Total Fomsil Fuel for Silting Factor

Total Fossil Fuel (Accounts 501 & 547)

Less: I.a_or and

Miscellaneous

MWH Generated by Fossil Fuel

Less: Sales to Other Companies

Fossil Generation for Billing Factor

Tolal I¢,NI-I Sales

$ 39,208,600.91

1,906,607.75

$ 41,115,20il.66

$ 140,736.91

64r947r3H.68,

$ ,, 55,,088r132.09

$ H,203,_l.2s

11,76o,.264,23

, , il4_443,087.02

$ 94,712,331.49

508,990_4

$ 96,2031341.26 _

2,337_493,0

40S,092.7

1,932,400.3

3_49_2.8



Ex_b_ B

Duke Energy Progress

Fuel Cost - Statistics

To: South Carolina Public Service Commission

1. Types of Generation

Fossil

Nuclear

Hydro

TOTAL

MWH

2,337,493

1,560,610

102,824

4,000,827

Month Of: May 2013

Percentage

68.43 %

39.0O %

2.57 %

100.00 %
I

2. 8ystem Average Fossil Generating Plsn!
Efficiency (Heat Ram)

3. Average Heat Content of Coal Burned
(BTU per Pound)

4. Coal Received :

Percent Cente/MBTU

Contract 100.00 361.90

Spot 0.OO 0.OO
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Exhibit B

DUKE ENERGY PROGRESS
PAGE 11

MONTH OF MAY 2013
GENERATION. PURCHASED POWER, WHEELED POWER. ENERGY TRANSFERS AND OTHER STATISTICS

1

2
3

4

5
6
7

8

9

I¢

11

121
131
t4!

15;

16

17
18

19

Net Power Generalion:

Steam Power KWH
Nuc_ar Power KWH

Hydm-Be_'to KWH

,OU_ Power KWH

Tola! Net Power Gfmer_on

Pum__ _-__ Pow_

Wnemd Powsn

Received:

For O_m

..ForS._APr_.C.____,_em_

Delivered:
To Others

To 8EPA Prof. Cus_ne_s

To4el W__"_"_"__Power ,D_ivemd

T _ ......20 _ Nel V_._ Po_r

21 Transfers of En_gy:
22 Reoeived

23 Delivered

24 TotM Net Transfers of F__

25 Power Exchal_es
2_ Received
27 f_9".----1_

28 Tolel Net Power F_xrJ;m_es

2gl To_N,_S_m _

3o Total En_y____

31 _Uee

32 Inter-L'_ _-.'_, Lkm

33 Total Enl_av U_'_ by Company

34 _ne_Oy Unaccounted F_
35 Percent Unaccm,,.nlmdFor

36 Power Agency C_nemt¢_

CURRENT MONTH

INCR OVER

THIS YEAR LAST YEAR

951,476,978 (749,948.039)

t,560,510.428 (91,448,421)
102,824,000 32,926,000

1,386_017v000 517,568,000

12 MONTH8 ENOED CURRENT MONTH

INCR OVER

THIS YEAR LAST YEAR

4,000.827,406 (290,900.460

KWH 616 812.400 .. 29,7181990

17.821.423.073 (2,271,459.957)

24.64E.204,098 2.007.161,594
732,069.010 94,947.950

12.503t923_000 2f8401886_000

55_765_709.181 2680,515.917

8_630_761.373 1_820_783.834

KWH 22.942,000 (57,013,000]

KWH 24,760,000 13,69.._.0..00

47,702,000 (43.321,000)

KWH 2_.s31.ooo (ss4_7,ooo
KWH 23,285,050 . 1.3,!75,.950

• KWH. 45.898.000 (43,321,020)

R1/'¢"1 1_806_000 20

KWH 147,548.000 13,159,000

K_. 152_121_000 13,553,000

(4,573.000) (_94,OOOl

KWH

KWH,,

K1NH

IO,NH

KWH

%

g71.674.000 (1.502,224.000)

138.287_000 3,123,000

1_109.961,000 (1.499,101_000)

971.707.000 (1.503.050,000)

130,645t900 3,750.600

1.102,352,900 _1A99.209,400)

7.608.100 195_400

2.248,809.000 322.816,000

2_318.189,000 332t673_000

(89,380,000) (9.8§7,000)

0 0
0 0

O 0

0 0

o o 0

4,614.672,806 (201_575.4S01 62 334.8g8,654

4.432,693,261 (204,65_,425_, . 59_q'2.856.109

0

4.,291 640,951

4,249,81B_060

7.172,993 (374,97_ 95,845.570

7,172_993 1374,978) . . 95,_5.570

"I14.806+552 (56.641.04T 2`205.956.975
3.7g (o _) 3.e4

279,320,694 (54,954.540) 4.785,182.829

082.063

982,9_3

40,841,928

[0 10)

68,517,063



Exhibit B

DUKE I_ERGY PROGREU

PAGE 11A

tWoflrrH OF MAY 2018

m'TAI. OUmlB) FUB. COST mam_T • _'_nu

,u_. n_ oF,,_. ...... FOSm._._ l,,U_

CAPt FF.AR
COAL
OIL

TOTAl.

W_,A_N
COAl.
OH.

TOTAL

LEE
COAL
O_L

TOTAL

000

O,0O

000
000
000
0.00

o.oo
o00
000

, ,0.,..m,

i c Tu_

0.00
oOo

0oo
1,9411111

0.O0

2t001.I?

000
t.964.6"1

5"10 0a
['_J 30

,3PT,, ,_. r<_. _B.

ooo
o.oo
ooo

ooo
1,888 11

0_0
_,,ml<0

O00
3.011902

S_03
..... $74' 18

NUCLEAR P,.ANI_

..... 0.00,
9.0o

oo0
000
0.00
O00

000
O00
o00

,, oq0

TOTAL _. F.U_..S.

OGO

OAO

O400

ooo
1.ffill 11

nO0
2ra04

O00
$.01B Q2

570,03
m la

COAL
OIL

PmTUR_ C,AS
TOTAL

35_8_
2.311.42

0001

000
0.00
0_

_4,, s,+. +..... OOO

ROal_ r_,,,l
COAL 000 000
OIL 000 ooo
NATURAL G_ 000 ¢00

NUCLEAR 000 0 ,00
TOTAL 000 000

8711B
ABHEVILLE

COAL 000

3_8.08
2,311 42

_Z,O0
_184.51

0.00
O00
OO(3
O.00

9.00

371 18

000
000

0.00

,o, qo

000
oo0
000

e4._,
(14N

ooo

_M
2.3tl d2

O00

_I ++I

000
ooo
000

37t 11
OIL
N_qR,¢_ _.

TOTAL

ROXBORO 1.3-
CON.

TOTAL

ROXBO_ 4
GOAt.

TOTAL

MAYO
COAl.

"roT_._

MOREHF.AO'

DARLIh_TON
OIL
NATURAL

2,12_ _0
000

375e0

382 '17

2,._2 0*
3T746

366.25
2,,_d[44

_m

33861

36794

000

0_0

_.qO
000

__0_.. O0e

WAYN_
OIL

NAlrlJRAL GAS
TOT.%

RIOHMONO
OIL

TOTAL

BRUN_MCK
NUCLEAR

000
000

O00

ooo

0.00

o.00

............. o.00

B.001 18
1.070,21

1:t32112

000
Ol_X)

O._I

0.00
0.00
000

000

000

000

O10o

000

ling4
4r_O_ 17

t_601.24

0OO

828§I

I_26g_'

0.00

oo9,

2,_80e
1.01821

MS 81

34121? 000

_,:.0_ , , ooo
:+T/._ ...... p.e0

380.25 000

._S. o,,oo
3_00 0.00

33861 000

2,_40 0 O0

, , , O.00 o oo

O00
1.00_ INI

4,306 17

1,801._4 o.o0

0,00

_. S_.S! :

o.00 0 00

r_e,_, oo_
ne,,_ ooo

O.100 7t 07

OOO 2,,lU.ml
0.,00 1,0_8 21

,, p,oo ..... _l,e_

2.a,,_2+oo
377.46

35625

2,_.,N
_il.00

_1B01
Z_040

.... _

'000 0_

a.oo. _,oos a4
0 00 4_10_ t7

000 OOO

_B §1

00_ 1_21m99

000

71 07

HAnR_

mscm,uq

ALL PU_ITS.

OIL
I_TUP/4. GAS

TOTAL

000

3M4E

2,44,,174
0.GO
00o

372 01

000 0_o0

000 35745
2,_S2-70 2,420 43

o.,_, .......... ooo

,_ _,,_

o00 3S745
O0O Z420 43
00o _ IS

esa .*_



ExhibitB

DUKEeNERGYPROGRESS
PAGE_IB
MON'IH OF MAY 2013

FUB.S_¢KS. C__e'_TONS

CAPE FEAR
'4_ATHERSPOON
LEE
SUTTON
ROmHGON
RSHEVILLE
ROXBORO
MAYO

TONS BEGINNING

O_.,_.m_,

O.M
0o00

GO0
49.B04.0B

11524
150.205.97

_.193.96944
773.721.01

tOTAL COAL 2.167,917 32

TONS RECEIVED
DURING MONTH

0.00
0J00
O,O0

66,a53.2o
o.oo

34,6B!.88 ]

L_oO.2Og.BB
77.429.60

42e,174_,

TONS CONSUMED

DURING MONTH

0.00
000

O.O0
45.406.00

000
30.130.00

314.442 00
"/8,.(X)3.00

4_.983.00

BAI.ANGE
END OF MONTH

OC0
0.00
GOO

59.3411,86
115.,'/4

154 79"7.85
1 139,737 10

_'5,14T 5J

2J3OflOq.N

1
2

3
4
fi
6
7
e
9

10

It

, , RI_CEJlVED FOSSIL FUEL _ •

...... TOT_ S CE_S _

CAPE FEAR
WEATXSRSPOON
LEE
SUTTON

ROalNSON
ASHEVlLLE

ROX_DRO
MAYO

TOTAL COAL

0.00
O.00
O00

§._,910,S7
0.00

3.316,794.29
24.;_5.00SA4

6,821,731 ,B6

4o;4_...4,m.2s,

000
0.00
0.00

434.41
O,00

376.85
371._
_.11

376.66

I

2
3
4
5
6
7
8
9

10

11

12

13

,Y,e_.TO_xe - cc_u. m O_L. .,. NATURAL _ TOTAls, FUEL

2_7418.20 " 53800 44040

"_ co om mm_'ae _ _r _-me .mtmeemw_
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February 2013 Report
Revised June 28, 2013 ExhibitC

Duke Energy Progress
Run Date 6/26/2013

BASE LOAD POWER PLANT PERFORMANCE REPORT
Brunswick 1 *°

Page

Month of February 2013 Twelve Month Summary

MDC 938 MW 938 MW

Period Hours 672 HOURS 8,760 HOURS

Net Generation 621,271 MWH 6,499,882 MWH

Capacity Factor 98.56 % 79.10 %

Equivalent Availability 95 98 % 77.62 %

Output Factor 98.56 % 100.07 %

Heat Rale 10,297 BTUIKWH 10,357 BTU/KWH

MWH % of Possible MWH % of Possible
..... ___m

0 0.00 1,493,226 17.88

25,343 4 02 100,779 1 21

0 000 282,698 3.38

0 0.00 35,901 0 43

0 0.00 0 0.00

630,336 8,351,930

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

Sea
No_s*

* See 'Notes for Nuclear Units' filed with the January 2013 report

** Gross of Power Agency



February2013Report
RevisedJune28,2013 ExhibitC

DukeEnergyProgress
RunDate 6/26/2013

BASELOAD POWER PLANT PERFORMANCE REPORT
Brunswick 2 **

Page 2

Month of February 2013 Twelve Month Summary

MDC 932 MW 932 MW

Period Hours 672 HOURS 8,760 HOURS

Net Generatlon 598,358 MWH 7,927,078 MWH

Capacity Factor 95.54 % 97.09 %

Equivalent Availability 99.88 % 96.88 %

Output Factor 95.54 % 97.98 %

Heat Rate 10,891 BTUIKWH 10,672 BTU/KWH

MWH % of Possible MWH % of Possible

Full Scheduled 0 0.00 0 0.00 3

Partial Scheduled 729 0.12 100,557 1.22 4

Full Forced 0 O 00 75,652 0.92 5

Partial Forced 27,217 4.35 145,005 1.76 6

Economic Dispatch 0 0.00 0 0.00 7

Possible MWH 626,304 8,240,970 8

See
Notes*

* See 'Notes for Nuclear Units' filed with the January 2013 report

** Gross of Power Agency



February2013Report
RevisedJune28,2013 ExhibitC

DukeEnergyProgress
RunDate 612612013

BASELOAD POWER PLANT PERFORMANCE REPORT
Harris 1 **

Page 3

Month of February 2013 Twelve Month Summary

MDC 928 MW 905 MW

Pedod Hours 672 HOURS 8,760 HOURS

Net Generation 638,321 MWH 7,114,254 MWH

Capacity Factor 102.36 % 89.79 %

Equivalent Availability 99.49 % 8591%

Output Factor 102.36 % 103.57 %

Heat Rate 10,477 BTUlKWH 10,621 BTUIKWH

MWH % of Possible MWH % of Possible

See
Notes*

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible M_q-I

2

0 0.00 1,063,230 13.20 3

0 0.00 52,017 0.65 4

0 0.00 0 0.00 5

3,187 0.51 12,616 0.16 6

0 0.00 0 0.00 7

623,616 8,056,280 8

* See 'Notes for Nuclear Units' filed with the January 2013 report.

** Gross of Power Agency



February2013Report
RevisedJune28,2013 ExhibitC

DukeEnergyProgress
RunDate 6/26/2013

BASELOADPOWERPLANTPERFORMANCEREPORT
Robinson2

Page4

MonthofFebruaw2013 TwelveMonthSummary
...........................

MDC 741 MW 727 MW

Period Hours 672 HOURS 8,760 HOURS

Net Generation 506,497 MWH 6,205,907 MWH

Capacity Factor 101.72 % 9748 %

Equivalent Availability 94.98 % 91 98 %

Output Factor 101.72 % 104.45 %

Heat Rate 10,079 BTUIKWH 10,367 BTU/KWH

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

MWH % of Possible MWH % of Possible
u_

0 0 00 392,593 605

24,990 5.02 53,456 0.82

0 0o00 52,113 080

0 0.00 50,632 0.78

0 0.00 0 0.00

497,952 6,491,160

See
Notes*

* See 'Notes for Nudear Units' filed with the January 2013 report.



March2013Report
RevisedJune28,2013 ExhibitD

DukeEnergyProgress
RunDate 6126/2013

BASELOAD POWER PLANT PERFORMANCE REPORT
Brunswick 1 **

Page 1

Month of March 2013 Twelve Month Summary

..........................

MDC 938 MW 938 MW

Period Hours 743 HOURS 8,760 HOURS

Net Generation 718,769 MWH 7,221,625 MWH

Capactty Factor 103.13 % 8789 %

Equivalent Availabllity 100.00 % 86.10 %

Output Factor 103.13 % 100.41%

Heat Rate 10,287 BTUlKWH 10,346 BTU/KWH

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

MWH % of Possible MWH % of Possible
u_

0 0.00 768,801 9.23

0 0.00 100,779 1.21

0 0.00 282,698 3.40

0 0.00 35,901 0.43

0 0.00 0 0.00

696,934 8,324,920

See
Notes*

3

4

5

6

7

8

* See 'Notes for Nuclear Units' filed with the January 2013 repod

** Gross of Power Agency



March2013Report
RevisedJune28.2013 ExhibitD

DukeEnergyProgress
RunDate 6/2612013

BASELOADPOWERPLANTPERFORMANCEREPORT
Brunswick2**

Page2

MonthofMarch2013 TwelveMonthSummary
........................

MDC 932 MW 932 MW

Penod Hours 743 HOURS 8,760 HOURS

Net Generation 30,806 MWH 7,255,970 MWH

Capacity Factor 4.45 % 88.87 %

EquivalenlAvailability 5.32 % 88.85 %

Output Factor 73.58 % 97.53 %

Heat Rate 10,924 BTUIKWH 10,686 BTU/KWH

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

MWH %of Possible MWH %of Possible

650,614 93.95 650,614 7.91

5,029 0.73 105,586 128

0 0.00 75,652 0.92

6,027 0.87 144,867 1.76

0 0.00 0 O00

692,476 8,225,640

See
Notes*

* See 'Notes for Nuclear Units' filed with the January 2013 report.

** Gross of Power Agency
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MonthofMarch2013 TwelveMonthSummary

MDC 928MW 907MW

PertodHours 743HOURS 8,760HOURS

NetGeneratlon 692.542MWH 7,114,442MVVH

CapacityFactor 100.44% 89.55%

EquivalentAvatlability 97.45% 85.70%

OutputFactor 100.44% 103.26%

HeatRate 10,464BTU/KWH 10,606BTUIKWH

MWH %ofPossible MWH %ofPossible

0 0.00 1,063,230 13.21

0 0.00 52,017 0.65

0 0.00 0 000

17,579 2.55 27,101 0.34

0 0.00 0 000

689,504 8,050,440

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

See

Notes*

* See 'Notes for Nuclear Units' filed with the January 2013 report.

"" Gross of Power Agency
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Month of March 2013 Twelve Month Summary

MDC 741 MW 728 MW

Period Hours 743 HOURS 8,760 HOURS

Net Generation 588,968 MWH 6,735,152 MWH

Capacity Factor 106.98 % 105.58 %

Equivalent Availability 99.87 % 99.29 %

Output Factor 106.98 % 105.58 %

Heat Rate 10,020 BTUIKWH 10,301 BTUIKWH

MWH % of Possible MWH % of Possible

0 0.00 0 0.00

716 0.13 37,459 0.58

0 0.00 0 0.00

0 0.00 8,579 0.13

0 0.00 0 0.00

550,563 6,478,750

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

See

Notes*

3

4

5

6

7

8

* See 'Notes for Nuclear Units' filed with the January 2013 report
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Month of Apdl 2013 Twelve Month Summary

MDC 938 MW 938 MW

Penod Hours 720 HOURS 8,760 HOURS

Net Generation 695,638 MWH 7,922,896 MWH

Capacity Factor 103.00 % 96.42 %

Equivalent Availability 100.00 % 94.32 %

Output Factor 103.00 % 100.71%

Heat Rate 10,313 BTU/KWH 10,335 BTU/KWH

MWH % of Possible MWH % of Possible
..... _m

0 0 00 66,801 0.81

0 0.00 100,779 1.21

0 000 282,698 3.41

0 0 00 35,901 0.43

0 000 0 0.00

675,360 8,297,910

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

See
Notes*

* See 'Notes for Nuclear Units' filed with the January 2013 report

** Gross of Power Agency
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MonthofApril2013 TwelveMonthSummary
..........................

MDC 932 MW 932 MW

Period Hours 720 HOURS 8,760 HOURS

Net GeneraUon -3.771 MWH 6,571,563 MVVH

Capacity Factor 0.00 % 80.49 %

Equivalent Availability 000 % 80.63 %

Output Factor 0.00 % 97.09 %

Heat Rate 0 BTU/KWH 10,707 BTU/KWH

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

MWH % of Possible MWH % of Possible

671,040 100.00 1,321,654 16.10 3

0 000 105,586 1.29 4

0 0.00 75,652 0.92 5

0 0 00 139,343 1.70 6

0 0.00 0 0.00 7

671,040 8,210,310 8

See
Notes*

* See 'Notes for Nuclear Units' filed with the January 2013 report.
** Gross of Power Agency
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MonthofApril2013 TwelveMonthSummary

MDC 928MW 909MW

Period Hours 720 HOURS 8,760 HOURS

Net Generation 683,333 MWH 7,376,346 MWH

Capacity Factor 102.27 % 92.61%

EquIvalent Availability 99.77 % 88.70 %

Output Factor 102.27 % 103.51%

HestRate 10,496 BTUIKWH 10,567 BTUIKWH

MWH % of Possible MWH % of Possible

0 0.00 838,590 10,42 3

198 0.03 28,980 0.36 4

0 0.00 0 0.00 5

1,354 0.20 23,840 0.30 6

0 0.00 0 0.00 7

668,160 8,044,600 8

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

See
Notes*

* See 'Notes for Nudear Units' filed with the January 2013 report.

** Gross of Power Agency
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Month of April 2013 Twelve Month Summary

MDC 741 MW 730 MW

Period Hours 720 HOURS 8,760 HOURS

Net Generation 533,120 MVVH 6,718,527 MWH

Capacity Factor 99.93 % 105.12 %

Equivalent Availability 94.59 % 98.97 %

Output Factor 99.93 % 105.12 %

Heat Rate 10,223 BTUlKWH 10,295 BTUIKWH

MVVH % of Possible MWH % of Possible

See
Notes*

Full Scheduled

Partial Scheduled

Full Forced

Partial Forced

Economic Dispatch

Possible MWH

0 0.00 0 0.00 3

28,869 5.41 66,328 1.03 4

0 0.00 0 0.00 5

0 0.00 0 0.00 6

0 0.00 0 0.00 7

533,520 6,466,340 8

* See 'Notes for Nuclear Units' filed with the January 2013 report.


